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Total Buildings: 16
Current 
Rating
(1-100)

Bates Downtown East Annex 101,620 Tacoma 98405--489
Bates Downtown Main Bldg 175,669 Tacoma 98405--489
Bates Downtown West Annex 64,859 Tacoma 98405--489
Subtotal Downtown Campus 6/30/2010 63 342,148 21,403,713

Bates KBTC Transmitter 4,000 Tacoma 98405
Subtotal KBTC Transmitter 4,000

Bates Mohler Bldg A 94 46,000 4,343,885 Tacoma 98405--294
Subtotal Mohler Bldg 7/31/2010 94 46,000 4,343,885

Bates South Bldg A 31,356 Tacoma 98409--584
Bates South Bldg B 72,940 Tacoma 98409--584
Bates South Bldg C 41,760 Tacoma 98409--584
Bates South Bldg D 47,040 Tacoma 98409--584
Bates South Bldg E 44,557 Tacoma 98409--584
Bates South Portable E 1,688 Tacoma 98409--584
Bates South Portable F 1,688 Tacoma 98409--584
Bates South Portable G 1,688 Tacoma 98409--584
Bates South Portable H 1,688 Tacoma 98409--584
Bates South Portable I 1,688 Tacoma 98409--584
Bates South Portable J 1,688 Tacoma 98409--584
Subtotal South Campus 7/31/2010 86 247,781 21,189,063

Bates Technical College Total 73              639,929      46,936,661 

The KBTC Transmitter is not Bates Technical College energy use.
In the absence of meter data for each building, the average EUI for each campus was calculated.
National average site Energy Use Intensity (EUI) for college campuses is 120 kBtu/sf-yr.
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